CILO9SYDL-002

TEC.5th, B3
gﬂ;i::l Item: Pressure Ragulator (3 oach)
Fingd WNuwberc: None
Criticality Catemory: is
SAA Nao: 295¥01L-003 Syates/Area: Ansul Dry Chemical /MLP=3
NASA PMN/
Fart Na:  HNone Namg: KE1=-0T4I
WFG Drawing/ TOKCTUSO
Fart No: Ansul 14798 Sheat No: 200-202

Funerion: Frovides gus pressure PoE C'.'Ni cylindar to Antul Dry Chesmical tank.

tritical Failurw Meds: Fagulates low, FHO9SYOL-007.002

Fatlurs Cavaa: Broien apring.

Failure Effect: Unable to release PBry Chemical in sutosatic sode. Poszsiblae
lasza of life/lcas of o Spuce Shuttle Vehicls dus &0 demage to
Hydraulic fquipesnt ceayulting From an uncontrolled Fire,

Acceptance fationala

& This syaces conforas to the requiressnts of National Firv Proteqtion
Asgoeintion Code (NFPA) 17.

o Fegulartcss are lisced Dy UnderwTitsrs Laborstories (UL).

(o} Fila ¥I CMRSD requiras an annusl teat.

- Verify cutlet pressurs 220 + 10 peig. Verily that predsure gage is
within calibration.

Eion:
o Verify functional operation snnually end &t coaponant Seplacement,

a I Requires: Visually inspect for phyeical dassage and
datarioration guarterly.
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CILO9SY0L-002
oFC. 5th,. B9

Operationel Uie:

o None. CwADAOTEA by Firm Services Persconel when MLP at Launch Pad:

1, During noroal Pad operition (routine operation/mmintensnce
peraonnsl pressnc), Fire Services Peraonnel will respond within
2% minutes aftsr notification from LIG Room 1P10.

2, During hazardous operetions at the Pad [acceas limited o
assentinl perdcnnel only), respansa time after notification of a
Fips would be 2=G minutes. Fire Services Personnel will be on-
gits ar in near proxisity during all harardous opsraticna.

3. During pest-lsunch operations (s cparation/msintensnce

perscnael pressnt). response time after notificetion of m firm
is ewpected to typically be within 20 minutes.

Fullure Hiztory:
a No GIDEF Alarts were ropoirted,
-] Hg KS5C PRACA history of Fallurs the criticel Fallure Mode.

a N& teoubls ticksts wars reporied.

X - 1oz



